Inspectorate America
178 Mortland Road
Searsport, Maine 04974
(207)548-6440

Vesspl SHORE TANK NO. 1 Port BUCKSPORT, MAINE Report SP/2000/0905
Cust@n’ier SPRAGUE ENERGY Date September 5, 2000 Reference

Cpetption ANALYSIS Terminal SPRAGUE ENERGY Sample # 2460256

Namie of material being tested NO. 6 FUEL OIL 2.0% J
Description of sample source EX. SHORE TANK NO. 1 AFTER DISCHARGE OF PENN 400 L
Sam:%)le's Drawn by (company) INSPECTORATE '
Samples Tested by (company) INSPECTORATE ;

Tests being Performed Test method Minimum_Maximum Sample Source B

i
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|

GRAYITY, APl @ 60 F ASTM D 1298 10.6
FLASHPOINT, F ASTM D 93 200+

VISGOSITY, SSF @ 122 F ASTM D 445/2161 266.2

POUR POINT, F ASTM D 97 37.4

WATER & SEDIMENT, % VOL. ASTM D 1796 0.10 e
SULBHUR, % WT. ASTM D 4294 1.78 e
ASHI% WT. ASTM D 482 0.02 1
VAN%{\D}IUM, PPM AAJAE 110 Il
SOD{UM, PPM AA/AE 10 |
BTL? 5/POUND CALCULATION 18,290 ;
BTU'S/GALLON CONVERSION 151,679

NITROGEN, % WT. ASTM D 3228 0.446

CARBQON RESIDUE, % WT. ASTM D 4530 16.45
ASPHALTENES, % WT. IP-143 9.11
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DENNIS E. CURTIS 5
Inspectorate America Corp (Searsport, Ma.)
!

SPLAR REV 1-98




Inspectorate America
178 Mortland Road
Searsport, Maine 04974
(207)548-6440

QUALITY CERTIFICATE

Yessel SHORE TANK NO. 1 Port BUCKSPORT, MAINE Report SP12000/0611
Customer SPRAGUE Dale June 19, 2000 Referance
Ciperation ANALYSIS Terminal SPRAGUE Sampie & 2460170

NO. 6 FUEL OIL 2.0%

Name of materia! being tested

Description of sample scurce

EX. SHORE TANK NO. 1 AFTER DISCHARGE CF B NO. 95

Samples Drawn by (company) INSPECTORATE

Samples Tested by (company) INSPECTORATE
i Tests being Performed Test method Minimum  Maximgn Sample Scurce
GRAVITY,API@ 60 F ASTM D 1208 13.1
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122F ASTM D 445/2161 243.0
POUR POINT, F ASTM D 97 320
WATER & SEDIMENT, % VOL. ASTM D 1796 0.10
SULPHUR, % WT. ASTM D 4294 1.80
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM AAAE 141
SODIuM, PPM AAIAE 15
BTU'S/POUND CALCULATION 18,393
BTU'S/GALLON CONVERSION 149,885
NITROGEN, % WT. ASTM D 3228 0.419
CARBON RESIDUE, % WT. ASTM b 4530 10.38
ASPHALTENES, % WT. IP-143 8.75

SFLAB REV 1-28

DENNIS E. CURTIS

Inspeciorate America Qorp {Searspori, Me.)



Inspectorate America
178 Mortland Road
Searsport, Maine 04974
(207)548-6440

QUALITY CERTIFICATE

Yessel SHORE TANK NO. 1 Port BUCKSPORT. MAINE Report SP/2000/0426

Customer SPRAGUE Date April 26, 2000 Reference

Ooeration ANALYSIS Terminal SPRAGUE Sample # 2460099
Name of material being tested | NO. 6 FUEL OIL 2.0%

Description of sample source EX. SHORE TANK NO. 1 AFTER DISCHARGE OF PENN 410
Samples Drawn by {company) INSPECTORATE

Samples Tested by (company) INSPECTORATE
[ Tests being Performed Test method Minimum  Maximum Bamiple Source
GRAVITY, API@ G0 F ASTM D 1298 12.0
FLASH PCINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 262.0
POUR POINT, F ASTM D 97 41.0
WATER & SEDIMENT, % VOL. ASTM D 1796 0.10
SULPHUR, % WT. ASTM D 4294 1.35

ASH, % WT. ASTM D 482 0.02
VANADIUM, PPM AA/AE 48
SODIUM, PPM AAJAE 7
BTU'S/POUND CALCULATION 18,425
BTU'S/GALLON CONVERSION 151,306
NITROGEN, % WT. ASTM D 3228 0.456
CARBON RESIDUE, % WT. ASTM D 4530 8.18
ASPHALTENES, % WT. IP-143 4.61

SPLAB REYV 1-98

DENNIS E. CURTIS

inspectorate America Corp (Searsport, e.)




Lab Ref: 2025979
Job No.: 8P/2000/0216
Client Ref: N/A

CERTIFICATE OF ANALYSIS Date: Fek 8, 2000
Grade NO. 6 FUEL
Vessel
‘Terminal SPRAGUE ENERGY CORP.. BUCKSPORT, MAINE
-Sample Fron SHORE TANK NO. 1 AFTER DISCHARGE OF GEROI NOVORSSYSKA
Sample Submitted From INSPECTORATE AMERICA CORP.
Analysis Performed By INSPECTORATE AMERICA CORP.
The Above Sample Was Examined ,The Following Results Obtained In Our Labcratory
Test Method Results
GRAVITY, API €& 60 F ASTM D 1298 11.1
FLASH POINT, F -ASTM D 93 196
VISCOSITY, SSF @ 122 F ASTM D 445/2161 204
POUR POINT, F ] ASTM D 97 ] +41.0
WATER & SEDIMENT, % VOL. ASTM D 1796 G6.10
SULPHUR, % WT. AST™ D 42854 1.87
ASH, % WT. ASTM D 482 0.04
VANADIUM, PPM AA/AE 146
SODIUM, PPM AR /AR 15
BTU'S/FOUND _ CALCULATION 18,299
BTU'S/GALLON CONVERSION 151,223
NITROGEN, % WT. ASTM D 3228 0.356
CARBON RESIDUE, % WT. ASTM D 4530 15.83
ASPHALTENES, % WT. IP-143 8.98
For Inspectorat //4§(// : == (//i
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Q-ANAL
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Lab Ref: 1327966
Job No.: SP/2000/0115
Client Ref: N/A

CERTIFICATE OF ANALYSIS Date: Jan 10, 2000
Grade NO. 6 FUEL OIL 2.0%
Vessel
Terminal. SPRAGUE ENERGY CORP. BUCKSPORT, MAINE
Sample Froﬁ SHORE TANK NO. 1 AFTER DISCHARGE OF MORANIA 400
Sample Submitted From INSPECTORATE AMERICA CORP.‘
Analysis Performed By INSPECTORATE AMERICA CORP.

The Above Sample Was Examined ,The Following Results Obtained In Our Laboratory

Test Method Results
GRAVITY, API & 60 F ASTM D 1298 [ 11.86
FLASH POINT, F . ASTM D 93 200+
VISCOSITY, SSF A 122 F ASTM D 445/2161 212.5
POUR POINT, F ASTM D 97 +39.2
WATER & SEDIMENT, % VOL. ASTM b 1796 0.10
SULPHUR, % WT. ASTM D 4294 _ 1.36
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM ) AR /AR 105
SODIUM, PPM AL /AR 21
BTU'S/POUND CALCULATION ' 18,397
BTU'S/GALLON CONVERSION 151,499
NITROGEN, % WT. ASTM D 3228 0.432
CARBON RESIDUE, % WT ASTM D 4530 14.45
ASPHALTENES, % WT. IP-143 4,07
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